










Friday March 31, 2017 Share 2nd draft of changes with USTAC and EPA 

Wednesday, April 12, 2017 USTAC Meeting Part A and Part B (10 a.m. - 3 p.m.) 
Wednesday, May 10, 2017 USTAC Meeting Part A , Part B, Part E   (1 - 3 p.m.)
Wednesday, June 28 2017 USTAC Meeting Part A, Part B, Part C, Part D,  Part E (1 - 3 p.m.)

Thursday July 6 2017 Make any necessary changes to 3rd draft and 
share with USTAC and EPA

Tuesday January 24,2017 Discuss Initial Draft of Changes with the USTAC



July -September , 2017 EPA Review

November 15, 2017 Conduct USTAC4 Meeting

January 2018 Conduct Public Workshops

March 2018 Proposed Regulations to State Registrar

July 2018 Promulgation by Cabinet Secretary

October 2018 State Program Approval 



Draft changes based on Federal Rule Changes

• Airport Hydrant Fuel Systems and Field Constructed Tanks
• Emergency Generator Tanks
• Operator Training
• 30 Day Walk Around Inspections
• Overfill Protection
• Secondary Containment
• Containment Sump Testing
• Other Definitions 
• Reference Standards







Part H: Field Constructed Tanks

Part I :   Airport Hydrant Fuel Systems   



• Corrosion concerns with soil and water in direct contact with product piping 

• Product released goes directly into the environment with no alarms 

60 out of 291  Gas Dispensing Facilities Do Not 
Have Containment Sumps





Dispenser Sump Data

Year Total Replaced Lust impacts
% of replacement 
with LUST impact

2013 37 13 35.1%
2014 5 2 40.0%
2015 4 2 50.0%
2016 19 2 10.5%

Total ('13-'16) 65 19 29.2%



Tank Top Sump (STP) Data

Year Total Replaced Lust impacts
% of replacement 
with LUST impact

2013 17 10 58.8%

2014 25 10 40.0%

2015 25 3 12.0%

2016 36 5 13.9%

Total ('13-'16) 103 28 27.2%



Spill Bucket (SB) Data - not including Spill Buckets replaced due 
to VR Decommissioning

Year
Total 

Replaced Lust impacts
% of replacement 
with LUST impact

2013 21 18 85.7%

2014 34 19 55.9%

2015 48 20 41.7%

2016 44 18 40.9%

Total ('13-'16) 147 75 51.0%



DNREC Has Had Secondary Containment Requirements in Place Since 2008

What DNREC would 
like to change:

• Phase out non liquid 
tight containment 
found at the tank 
top and under 
dispensers.



DNREC Has Had UST Operator Training Requirements in Place Since 2010



DNREC Has Had Routine Inspection Requirements in Place Since 2008

What DNREC will need to change:

• 28-31 Days will Change to every 30 Days

• DNREC is currently more stringent in inspecting containment sumps 
as part of 30 day walk around inspection. 



What DNREC will  need to change:
• DNREC will add an annual inspection requirement for 

owners/operators to demonstrate that overfill equipment
functions properly.

• Prohibition on installing ball floats at new installation or when 
replacement is needed.

What DNREC would like to change: Phase out the use of ball floats on all systems. 



DNREC Has Had Containment Sump Testing Requirements in Place Since 2008

DNREC would like to change:

• Test all  containment sumps to see if they are liquid tight every 
three years. 





DNREC has had requirements release detection for emergency 
generator USTs since 2008. 

What DNREC will need to change: 
• New and existing emergency generator USTs 

release detection for piping  will need to be 
modified. 



Still need to list specific editions of the documents.

Examples:
3.3.5.5 RP 1200, Recommended Practices for the Testing and Verification of Spill, Overfill, Leak 
Detection and Secondary Containment Equipment at UST Facilities

3.3.5.4 RP 1000 Marina Fueling Facility Systems (2014 Edition)



• Definitions of Marina UST, Marina Fueling 
Facility

• Referenced  PEI RP 1000 
• Require upgrade to marine grade equipment at 

new installation and retrofit. 



• Referenced ASTM and ITRC Guidance
• Encouraged but not required
• Incorporated into Remedial Action Workplans



• Acknowledge that  institutional controls can be 
incorporated into a remedial action workplan to 
manage the risk from exposure to hazardous 
substances. 

• When required ensure the institutional control 
has been put in place before issuing a No 
Further Action Letter  

• Deed Notices
• GMZ’s
• Environmental 

Covenants





Next Meeting Date Wednesday June 28th, 2017
10AM-3PM


